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INSTALLATION INSTRUCTIONS 
BEFORE INSTALLING OR ADJUSTING THIS PRODUCT,                                                                                                       

PLEASE READ THESE INSTRUCTIONS CAREFULLY. 

PLEASE KEEP THIS GUIDE FOR FUTURE REFERENCE 

DIN RAIL-UNLOADED DATAGATE ADAPTER STP/UTP     

                                                                                  

                                                     DIN RAIL-UNLOADED DATAGATE ADAPTER STP/UTP 

(IMAGES ARE FOR REPRESENTATION PURPOSE ONLY. ACTUAL PRODUCT COLOR AVAILABLE MAY DIFFER FROM THOSE SHOWN.) 

1.0 SCOPE: 

This document is intended to describe the installation instructions for DIN RAIL-UNLOADED DATAGATE 

ADAPTER STP/UTP 

2.0 PRODUCT DESCRIPTION: 
Din rail jack adapter is designed to mount a single Molex C5E, C6 unshielded and C6A shielded Datagate 
jack assembly onto the DIN rail. (Masked regions to be used for grounding the shielded versions) 

 

3.0 PROCEDURE:                                     
3.1 Installing(mounting) Jack assembly & facilitate grounding (Fig.3A to 3D) 

3.1.1 Installing (mounting) the Jack assembly into the base of the adapter. 

 Connect the cable with jack assembly by termination process, make sure enough length of sheath is- 

      cut, so that foil and drain wire are long enough to make contact with the bare face (masked region) of 
      the hook feature (for grounding) (Fig 3A). 

     Insert the Jack assembly with cable into Legrand Facia module (Fig 3B).  

     Slide down the Legrand Facia module with Jack assembly into the Base (Fig 3C). 

     Tie the cable of the Jack assembly to the hook feature using cable tie, make sure the foil and drain 
wire makes good contact with masked region on hook feature masked region (Only for shielded Jack 
versions) (Fig 3D).  

                                          

                                              Fig. 3A                                                                                  Fig. 3B    
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                                                            Fig. 3C                                                             Fig. 3D    

3.1.2 Close the base using side cover (Fig.3E and 3F)  

 Assemble the side cover using M3 countersunk screws as shown in the below image.  
 

             
                                               
                                   
                                                                                 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
                                                      Fig.3E                                                        Fig.3F  
 

3.2   Insert the Port ID label & label holder (Fig.3G and 3H) 

 Insert the port ID label and label holder into the groove of Legrand fascia module as shown in below 
  images. 

                                                                                                              
 
 
 
 
 
 
 
 
 
 
 
 
 
                                    Fig.3G                                                                                               Fig.3H 
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3.3 Equipment grounding (Only for shielded Jack assembly versions). (Fig.3J) 

   Secure the lug terminal of the grounding wire at the bare region (masked region) at rear of the base 
using grounding screw. (Fig 3J)  

   Grounding screw shall be firmly tightened making full contact with lug & masked region on adapter 
body.               

                   
 
 
 
 
 
 
 
 
 
 
 
  
       
                                                                       
                                                                          Fig.3J 
 

3.4 Installation of Jack adapter onto the DIN rail (Fig.3K, 3L & 3M) 

 Install the assembled jack adapter onto the DIN rail using the snapping features on the plastic DIN clip. 
   Press down the top snap feature against DIN rail and gently push the assembly until the bottom snap- 
   feature engages with the DIN rail.     

 Grounding wire from Adapter to be connected to grounding bar of the cabinet/rack.  
 
             
 
 
 
 
 
 
 
 
 
 
 
 
                                                                                   Fig.3K 

                      Fig.3L                                                                            Fig.3M 
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